Commercial Mechanical Inspections *
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If there is an existing building permit, the Temporary Certificate of Occupancy (TCO)
Building Preconstruction Meeting and the - — - - - inspections are not required. TCO refers to
3" Party Layout Survey must be completed The Mecha_mlcal Gqs I_nspectlon is not required. It is used Mechanical both Stocking and Occupancy inspections. All
before beginning the Commercial to get gas in the building temporarily for the purpose of Temporary / life and safety issues must be resolved in order
Mechanical Inspection process. See testing gas fired equipment. All rough inspections must Coiifcateon to receive a TCO. See TCO flow chart for
) . o be passed and finals must be partially completed in order details on this inspection process and its fees.
Commercial Building Inspections flow chart o ?his nspection 10 pass partialy comp Occupancy (TCO) P P
for more details. : Inspection
Mechanical Mechanical Stove Hood Cooler/Freezer Mechanical * Final
» Rough g Vent g Rough —> Rough Temp Gas » Mechanical
Inspection Inspection Inspection Inspection Inspection Inspection
* * " " ¥
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Check access to equipment for items including but not limited to = - - - N | - - - : e
cat walk clearancg d’i)sconnect ladder. light I%cation v' Check exhaust vent for items including but not ' | Check access to eq_mpment for items |ncl_ud|ng but n_ot Ilmlted to cat W_a_lk,
N ’ . i,  1gnt, ' limited to back draft d | | : clearance, ladder, light, location, obstruction, protection disconnect, railing,
obstruction, receptacle, size, switch, and work platform imited to back drait dampers, clearance, . :
' placs, size, Swrch, p.2 0. connections, mastic/seal/tape, material [ : receptacle, size, switch, and work platform.
Check condensation for items including but not limited to ' Pe, ' - - A - - -
o . . . . bstructi trati i d r L N Check condensation for items including but not limited to auxiliary, grade,
auxiliary, bury line set, float switch, engineered french drains obstructions, penetrations, size, an [ . L . . oy
Yy, bury ’ : » éng ! . ' terminations. v’ Check Freezers and walk in coolers for items including location, pan, primary, secondary, support, and termination.
grade, location, material, micro switch, pan, primary, rise, v' Check furnace flue vent for items including but ! but not limited to controls, cross connection protection, Check exhaust vent for items including but not limited to clearance,
secondary, support, aqd termlnathn. o not limited to clearance, connections. | discor.mectls,‘ drains, fr_eeze_protectlon, insulation, location, obstruction, seal, termination, screening, and back draft dampers.
Check pondensers for |tt3r_ns mcludmg_ butlnqt Ilmlltf)dlp a(fcessf, fasteners, grade and rise, location, materials, ! material, piping, safenes,_sl Ga_uge, a_md supports_. _ Check condensers for items including but not limited to access, controls,
bury line sets, controls, disconnects, insulation, labeling, location, obstructions, size, supports, and terminations. [ ¥ Check cooling towers for items including but not limited to disconnects, float switch, insulation, labeling, ladder, location, pan, piping,
piping, protection/safeties, service outlets, and supports. v Check d ’ tfl items il”IC|udiI"I but not . drainage, electrical, installation, location, RPZ, and safeties, service outlets, and supports.
Check ice machines for items including but not limited to back ieck dryer vent for item Y ' treatment chemical. ) ; ! . ) - '
. . . - limited to connections, dampers, length - . . . - Check ice machines for items including but not limited to back flow protection,
flow protection, drains, location, piping, and RPZ/cross - o ’ ’ | v Check hydronics for items including but not limited to ; ; . .
. materials, penetrations, seal/tape, and : : : - drains, location, material, and RPZ/cross connections.
connections. Iy ' ' I installation, material, and steam and water piping. . . . . L
. . . . e termination. s . ) ; o Check furnace unit for items including but not limited to access, controls,
Check furnace unit for items including but not limited to access v Check process piping for items including but not limited to o . .
. o . . . ’ v Check smoke fire damper and fire fampers | : ) . ; ‘ lighting, safeties, seal, and service outlet.
connections, controls, lighting, location, material, safeties, seal P P installation, material, supports, si gauge, and location. . . ) . - . '
' | , , d'D . ) | ) ; ) for items including but not limited to access, I L ) Check return air for items including but not limited to location, penetrations,
. . ; : . . . i i i i Check combustion air for items including but not limited to obstruction, source,
combustibles, insulation, location, mastic, material, penetrations, lsopC;é:gg’ material, obstructions, seal, size, and | and termination 9
Duct R-value, §ea|, ;lze ar]d tapg. . . < ' Check dryer vent for items including but not limited to connections, location,
Check combustion air for items including but not limited to area - § seal and termination
O.f opening, clea(rjatnce,_loct_atlon, abstruction, screen opening, v' Check hood vent ducts: type | and type Il for items Check ducts for items including but not limited to angles, connections, back
Crs]lzel,(slé)urce,fan-t erm_lna: 'ZT" but not limited t " including but not limited to access, clean outs, clearance, draft dampers, fire smoke dampers, insulation, mastic, openings, seal, smoke
dec uc';ls or! err;st!nc u |ngt_ ;J n(l)/t imite ?_c?nnecllDoni,R construction, enclosure, fire wrap, gauge, grade and rise, detection, and tapes.
almpers, I(()Wamsu ation, mastic sea_”/alpe,/lres' r|c/|ons, uc d . length, material, obstructions, shaft, size, supports, Check furnace vent for items including but not limited to clearance,
va#e, STO e detection, supports, grill/slots/laying/covers, an weather protection, welds, fire suppression, location, connections, grade and rise, supports, and termination.
CEX iUISt ans. f . for i including but not limited t make up air, operation and interlock, grease extractors, Check location of equipment for items including but not limited to access,
ec OC?tIOI"I 0 e(a]mpmdent or |ten;]§t)|rt1cdu Imdgd u nl;) tlmlt.e 0 grease cap, gas connections, appliances, seal, and ladder, protection, railings, and ballards.
alccttfass, ¢ eara;nc?_, aza; °9ﬁ or/ pro ('j Ited, ladder, obstructions, penetrations. Check fire detection protection for items including but not limited to alarms,
Cﬁ a li)rms,_ protection, anf r"?‘t' Ing gualr dS but not limited t v" Check chimneys and vents for items including but not enunciators, angles, area detection, dampers, fire dampers, and framing SFD.
IeC equllpmem r00mt OIF I gm_s lnCI u l?g u nok "E"f tO limited to constructions, installation, mechanical draft Check stove hood type | for items including but not limited to access, clean
a arrlr(ws,f_c ezrance, cotn rols, fret!ns, ocation, smot_ ede ei ors, systems, termination, and types. outs, clearance, disconnect, enclosure, fire suppression, fire wrap, grease
ST“O ed |tre "?‘”"f.ers’ ype, saleties, signage, venting, make up v Check installation of equipment for items including but traps, interlock, make up air, material, operation, source, and termination.
Cf]‘“" E” h_ﬁrm'”]f‘ |c_Jtns. including but not limited to al drai not limited to access, air supply, furnace and heaters, Check stove hood type Il for items including but not limited to clearance,
. ecl chi elrs ?.r ltems inciu 'fn? utno Imtl € ?jaar;ps, rains, incinerators, location, outside air, prohibited, return, interlock, location, make up air, material, obstruction, and termination.
nsulation, location, piping, safeties, supports, and venting. ) types, kilns, direct fire, vents, fire places, combustion air, Check frozen walk in coolers for items including but not limited to controls,
gas piping, vented appliances, and warm air heaters. cross connection protection, disconnects, drains, freeze protection, insulation,
[ ey | v Check steam and hot water boilers for items including location, material, piping, safeties, signage, and supports.
*Thisis nota comprehensive check list for any of the electrical but not limited to access, combustion air, install a reduce Check cooling towers for items including but not limited to back flow protection,
| inspections described above. It is provided solely to depict the general process | pressure RPZ backflow assembly, installation, safety RPZ, drainage, electrical, installation, location, and treatment chemical.
[ flow. The contractor must ensure that all items meet the requirements of the | devices, and venting. ) CZ;;%hgi?)l{sglCS for items including but not limited to installation, material, and
Umform Mecaied Cote b e -C'ty qf Alpl Booe Amendmgnts. Loca Check process piping for items including but not limited to requirements,
[ ordinances can be found at www.ci.austin.tx.us/development/bpinfol.htm. ] workmanship. and pressure test
[ i abovet . address. T postfad i S'Fe nd the iy ] Check solar system for items including but not limited to location, material,
approved plans must be available to the inspector on site. The inspector must supports, piping, and controls.
[ ensure that the work matches the plans at every inspection. ] J
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